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1. PROVIDE 3" BLACK STEEL SECURED TO WALL ABOVE
TRENCH AND BELOW LOUVERS EXTENDED TO STATION

EG#1. PROVIDE 2" TO StATIONS EG#! & EG#2 WITH
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EG#4 WITH PLUG VALVES. PROVIDE SOLENOID VALVE IN

3" PIPE FOR EMERGENCY SHUT—OFF.
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SO\ AND VAPOR PROPANE PIPING FOR EMERGENCY
SHUT-OFF.
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2" W " RISER RE:A M-301

| , /] VL 46 GPM | . LA Iy LA N .
\\ \/ / DEMAND 4" \ ) , ; \
e NS NN |y CC}/ AN S REES ASSOCIATES INC

: j REES PLAZA AT EAST WHARF
| | 9211 LAKE HEFNER PARKWAY, SUITE 300
1 o % OKLAHOMA CITY, OKLAHOMA 73120
| P:405.942.7337 F:405.948.1261

Mechanical Engineer
050 Engineering Company

228 Robert S. Kerr Ave, Suite 515
Oklahoma City, OK 73102
P: 405.236.2030 F: 405.239.6101

4” ;1
/— Electrical Engineer
; Horner Associates Engineers, Inc.

5 1306 Commerce Drive
' Norman, OK 73071

+RD

1 /8”::1 ,—0”

10502

5-24-11

Cad dwg. no. | Access date [050 proj. no.|Plot Scale
10502P1R

- 4" P: 405.801.2528 F: 405.801.2529

Civil Engineer
MacArthur Associated Consultants

3033 NW 63rd St., Ste. 250E
Oklahoma City, OK 73120
P: 405.848.2471 F: 405.848.2474

e 4”

Structural Engineer
Zahl-Ford, inc.

8411 S. Walker
Oklahoma City, OK 73139
P: 405.634.3393 F: 405.634.6414
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DEPARTMENT OF TRANSPORTATION

FEDERAL AVIATION ADMINISTRATION
MIKE MONRONEY AERONAUTICAL CENTER — OKLAHOMA CITY, OKLAHOMA

N PSL - POWER SERVICES LABORATORY

A PLUMBING FLOOR PLAN | PLUMBING FLOOR PLAN
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RE: P-301, P-302 Construction Work Request No: 09-018745
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